
Background Air Sampling (1/20-22/04) 
OSHA Permissible Exposure Limit (PEL) - 0.1 fibers/cc (8 hr. TWA) 

OSHA Excursion Limit - 1 fiber/cc (30 minutes) 
   
A-Penthouse  < 0.003 fibers/cc 
B-Basement  < 0.002 fibers/cc 
C4-Interstitial  < 0.005 fibers/cc 
Building 105  < 0.002 fibers/cc 
Building 106  < 0.002 fibers/cc 
 
NIOSH Analytical Method 7400 Limit of Detection - 0.002 fibers/cc (7 fibers/mm2) 
 
 
 
 

Bulk Samples 
 
02-04  Debris on the floor of Building 105 (CUP) No asbestos detected 
02-165 Swipe sample of dust on pipe insulation No asbestos detected 
02-254 Damaged pipe insulation on floor  No asbestos detected 
03-67  Dust sample      No asbestos detected 
 
 

Asbestos Removal Project Air Sampling Results (2/28/04) 
 

04-53   C-Penthouse (C-L-2)  Personal Sample No asbestos detected 
04-54   C-Penthouse (C-L-2)  Personal Sample No asbestos detected 
04-55   C-Penthouse (C-L-2)  Area Sample  No asbestos detected 
04-56   C-Penthouse (C-L-2)  Area Sample  No asbestos detected 
 
 


